
 

STATE OF WASHINGTON 

DEPARTMENT OF ECOLOGY 
Northwest Region Office 

PO Box 330316, Shoreline, WA 98133-9716 • 206-594-0000 

 
November 10, 2022 
 
 
 
Chris Holland, Planning Manager 
Community Development Department 
City of Marysville 
501 Delta Avenue 
Marysville, WA 98270 
 
Re: Soper Hill Station 

File# PA22030, Ecology SEPA# 202205429 
 
Dear Chris Holland: 
 
Thank you for the opportunity to provide comments on the State Environmental Policy Act 
(SEPA) mitigated determination of nonsignificance (DNS-M) for the Soper Hill Station project. 
Based on review of the checklist associated with this project, the Department of Ecology 
(Ecology) has the following comments: 
 
The following actions must be taken per the Underground Storage Tank Regulations and 
Statute, Chapter 173-360A WAC & Chapter 90.76 RCW: 
 
173-360A-0300 
Installation of UST systems and components. 
 
Owners and operators must ensure UST systems and UST system components are installed in 
accordance with the requirements of this section. 
 

(1) Notice of intent to install an UST system or a tank or piping run. When installing an 
entire UST system, or a tank or piping run that is part of an UST system, owners and 
operators must notify the department as specified in this subsection. 

(a) Except for emergency replacements identified under (b) of this subsection, 
owners and operators must notify the department of planned installations at 
least thirty days, but no more than ninety days, before the planned start date 
using the applicable form provided by the department. Owners and operators 
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must also confirm the planned start date at least three business days before 
starting installation. 

(b) For emergency replacements, owners and operators must notify the department 
before starting the installation. A replacement constitutes an emergency if: 

(i) There is a confirmed release from an operating UST system; 
(ii) The UST system is located at an operating UST facility; and 
(iii) The UST system is necessary for the normal operation of the facility. 

 
(2) Performance. An UST system or UST system component must be installed: 

(a) By or under the direct supervision of a service provider certified in accordance 
with Part 9 of this chapter; and 

(b) In accordance with the manufacturer's instructions and a code of practice. The 
following codes of practice may be used to meet this requirement: 

(i) American Petroleum Institute, Recommended Practice 1615, 
"Installation of Underground Petroleum Storage System"; 

(ii) National Fire Protection Association, Standard 30, "Flammable and 
Combustible Liquids Code," and Standard 30A, "Code for Motor Fuel 
Dispensing Facilities and Repair Garages"; 

(iii) Petroleum Equipment Institute, Recommended Practice 100, 
"Recommended Practices for Installation of Underground Liquid 
Storage Systems"; or 

(iv) For previously deferred UST systems, military construction criteria, such 
as U.S. Department of Defense, Unified Facilities Criteria 3-460-01, 
"Design: Petroleum Fuel Facilities." 

 
(3) Standards. The installed UST system or UST system component must meet the 

performance standards in WAC 173-360A-0310 or 173-360A-0340, as applicable. 
 

(4) Used tanks. A used tank may not be installed as part of an UST system unless: 
(a) The used tank meets the performance standards in WAC 173-360A-310(1) 

or 173-360A-340, as applicable; 
(b) The used tank is recertified for use by the original manufacturer or its successor-

in-interest; and 
(c) Proof of recertification is included with the notice required under subsection (1) 

of this section. 
 

(5) Reporting. 
(a) Installations of UST systems or tanks. Installations of UST systems or tanks must 

be reported when applying for a license in accordance with WAC 173-360A-
0200(3). The following documentation must be included as part of the 
application: 

(i) Certification of installation, completed by the service provider; 
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https://gcc02.safelinks.protection.outlook.com/?url=https%3A%2F%2Fapps.leg.wa.gov%2FWAC%2Fdefault.aspx%3Fcite%3D173-360A%26full%3Dtrue%23173-360A-0200&data=05%7C01%7Cnwsepa%40ecy.wa.gov%7Cb01f11f801ea4667673c08dabc2306a3%7C11d0e217264e400a8ba057dcc127d72d%7C0%7C0%7C638029155866809019%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C3000%7C%7C%7C&sdata=WMvyWJa9LHvM0Pj3yGFbwduBpCl1YtduAoHSYKSBwA8%3D&reserved=0
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(ii) Manufacturer's installation checklist, completed by the service 
provider; 

(iii) If required under WAC 173-360A-0310 (3)(c), corrosion potential 
assessment report, completed by the corrosion expert; and 

(iv) An as-built plan of the UST facility that: 
(A) Shows the location of the UST systems (including all tanks, piping, 

and dispensers) and any adjacent structures or streets; 
(B) Identifies and uses appropriate and consistent scales to show all 

required details in sufficient clarity; and 
(C) Contains a title, legend of all symbols used, north arrow, and 

drafting or origination date. 
(b) Installations of other UST system components. Installations of other UST system 

components must be reported to the department within thirty days using the 
applicable checklist provided by the department. Service providers must 
complete the checklist. 
 

(6) Recordkeeping. Records of installations completed after October 1, 2018, must be 
maintained until the UST system is permanently closed or undergoes a change-in-
service. 

 
[Statutory Authority: Chapter 90.76 RCW. WSR 18-15-083 (Order 16-02), § 173-360A-0300, filed 
7/18/18, effective 10/1/18.] 
 
Thank you for considering these comments from Ecology. If you have any questions or would 
like to respond to these comments, please contact Steven Jarrett from the Toxics Cleanup 
Program at (206) 714-4699 or by email at steven.jarrett@ecy.wa.gov.  
 
Sincerely, 
 
 
 
Kelli Price 
SEPA Coordinator 
 
Sent by email: Chris Holland, cholland@marysvillewa.gov  
 
ecc: Steven Jarrett, Ecology 
 

 

https://gcc02.safelinks.protection.outlook.com/?url=https%3A%2F%2Fapps.leg.wa.gov%2FWAC%2Fdefault.aspx%3Fcite%3D173-360A%26full%3Dtrue%23173-360A-0310&data=05%7C01%7Cnwsepa%40ecy.wa.gov%7Cb01f11f801ea4667673c08dabc2306a3%7C11d0e217264e400a8ba057dcc127d72d%7C0%7C0%7C638029155866809019%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C3000%7C%7C%7C&sdata=rahi1cGBSOM66yklNKprIkSnGHhfdRIklIkTZ1iGfF4%3D&reserved=0
https://gcc02.safelinks.protection.outlook.com/?url=http%3A%2F%2Fapp.leg.wa.gov%2FRCW%2Fdefault.aspx%3Fcite%3D90.76&data=05%7C01%7Cnwsepa%40ecy.wa.gov%7Cb01f11f801ea4667673c08dabc2306a3%7C11d0e217264e400a8ba057dcc127d72d%7C0%7C0%7C638029155866809019%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C3000%7C%7C%7C&sdata=LKg3mD3UU9PDY1fvu5QM21nz6Nma5ClwY5F7e%2BmpkIQ%3D&reserved=0
mailto:steven.jarrett@ecy.wa.gov
mailto:cholland@marysvillewa.gov

