
 

  
 

ELECTRICAL – PLAN REVIEW EXEMPTION 
 

PLAN REVIEW REQUIRED 
If your project meets any of the following, plan review is required.  Apply on the Permit Portal and upload plans and any required 
manufacture’s cuts sheets. 

Select all that apply: 
 For educational, institutional, or health care facility occupancies – see 2023 Washington Cities Electrical Code – effective 

April 1, 2024.  For exemptions for these occupancies download the WAC 296-46B-900 Exemption Form 
 Installations in occupancies, except one or two family dwellings, where a service or feeder rated 100 amperes or greater is 

installed or altered or if more than 100 amperes is added to the service or feeder, except temporary service less than 480 
volts; 

 All work on electrical systems operating at or over 600 volts; 
 All commercial generator installations or alterations; 
 All work in areas determined to be hazardous (classified) location by the NEC; 
 Installations of switches or circuit breakers rated four hundred (400) amperes or over except for one and two family 

dwellings; 
 If 50 percent or more of luminaires change and there is an increase in the lighting load; 
 Wind driven generators; 
 Solar photovoltaic systems; 
 Any proposed installation, which cannot be adequately described in the application form. 

If any box is checked above, apply for the permit on the Permit Portal along with plans and any required manufacture’s cut sheets. 

 

EXEMPT FROM PLAN REVIEW 
If you have checked a box below and no boxes above, apply for the permit on our Permit Portal and upload this exemption form.  
 
Select all that apply.   

 Lighting specific projects that result in an electrical load reduction on each feeder involved in the project; 
 Low voltage systems; 
 Generator load bank test; 
 Modification to existing electrical installations where all of the following conditions are met; 

1. Service or distribution equipment involved is rated less than 100 amperes and does not exceed 250 volts; 
2. Does not involve emergency systems other than listed unit equipment per NEC 700.12(F); 
3. Does not involve branch circuits or feeders or an essential electrical system as defined in NEC 517.2 and; 
4. Service and feeder load calculations are increased by 5 percent or less; 

 Stand-alone utility fed services that do not exceed 250 volts and less than 100 amperes where the project’s distribution 
system does not include.  

1. Emergency systems other than listed unit equipment per NEC 700.12(F) 
2. Critical branch circuits or feeders as defined in NEC517.2 or 
3. A required fire pump system.  

 

 I swear under penalty of perjury that the above information is accurate.  By checking this box and 
typing my name below, I am electronically signing this form. 
 

________________________________________  _____________________________________ 
Owner Signature  Date    Site Address 

BUILDING DIVISION 
501 Delta Ave, Marysville, WA  98270 
(360)-363-8223 
MSVLPermits@marysvillewa.gov 

https://permits.marysvillewa.gov/Search/permit.aspx
http://docs.marysvillewa.gov/htcomnet/public/?folder=07fce661
https://permits.marysvillewa.gov/Search/permit.aspx
https://permits.marysvillewa.gov/Search/permit.aspx
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